
PLUMBING ABBREVIATION LIST
(THIS IS A MASTER LIST, NOT ALL ABBREVIATIONS MAY APPEAR ON DRAWINGS)

AFF ABOVE FINISH FLOOR
AP ACCESS PANEL
AUTO AUTOMATIC
AD ACCESS DOOR / AREA DRAIN

BTU BRITISH THERMAL UNIT
BOS BOTTOM OF STEEL
BOH BACK OF HOUSE
BMS BUILDING MANAGEMENT SYSTEM

C DEGREES CELSIUS
CFM CUBIC FEET PER MINUTE
CFH CUBIC FEET PER HOUR
CP CHROME PLATED

DDC DIRECT DIGITAL CONTROL
DDCFP DIRECT DIGITAL CONTROL FIELD 

PANEL
DC DIRECT CURRENT
DIA DIAMETER
DF DRINKING FOUNTAIN
DN DOWN

E EXISTING
EMCS ENERGY MANAGEMENT CONTROL     

SYSTEM
EWC ELECTRIC WATER COOLER
EFF EFFICIENCY
ET EXPANSION TANK

°F DEGREES FARENHEIT
FLA FULL LOAD AMPS
FCO FLOOR CLEAN OUT
FPM FEET PER MINUTE
FPS FEET PER SECOND
FT FEET / FLUSH TANK
FH FIRE HYDRANT
FV FLUSH VALVE
FU FIXTURE UNITS

GAL GALLONS
GC GENERAL CONTRACTOR
GPM GALLONS PER MINUTE
GPH GALLONS PER HOUR

HD HEAD
HP HORSE POWER
HR HOUR
HS HAND SINK
HZ HERTZ
HOA HAND OFF AUTO

IN (") INCH
IBC INTERNATIONAL BUILDING CODE
IMC INTERNATIONAL MECHANICAL CODE
IPC INTERNATIONAL PLUMBING CODE
IE INVERT ELEVATION

KW KILOWATT

LAV/L LAVATORY
LBS POUNDS

MBH 1000 BRITISH THERMAL UNITS PER 
HOUR

MAX MAXIMUM
MC MECHANICAL CONTRACTOR
MCA MINIMUM CIRCUIT AMPS
MOCP MAXIMUM OVER CURRENT 

PROTECTION
MCC MOTOR CONTROL CENTER
MIN MINIMUM
MH MANHOLE

NA NOT APPLICABLE
NEC NATIONAL ELECTRIC CODE
NFPA NATIONAL FIRE PROTECTION 

ASSOCIATION
NIC NOT IN CONTRACT
NTS NOT TO SCALE

OFCI OWNER FURNISHED CONTRACTOR 
INSTALLED

PH PHASE
PA PRESSURE AVAILABLE
PRV PRESSURE REDUCING VALVE
PSI POUNDS PER SQUARE INCH
PSIA POUNDS PER SQUARE INCH 

ABSOLUTE
PSIG POUNDS PER SQUARE INCH GAUGE
PD PRESSURE DROP
PDI PLUMBING DRAINAGE INSTITUTE
POS PROVIDE BY OTHER SECTION
P PUMP
POC POINT OF CONNECTION
POD POINT OF DISCONNECT

RPM REVOLUTIONS PER MINUTE
RR ROOF RECEPTICAL

S SINK
SH SHOWER / STATIC HEAD
SOV SHUT-OFF VALVE
SP STATIC PRESSURE
SS STAINLESS STEEL / SERVICE SINK
SQ FT SQUARE FEET

T TEMPERATURE
TAB TESTING AND BALANCING
TEL TOTAL EQUIVALENT LENGTH
TP TRAP PRIMER
TOS TOP OF STEEL
TYP TYPICAL
TS TEMPERING STATION
TDH TOTAL DEVELOPED HEAD
TW TEMPERED WATER

U URINAL
UMC UNIFORM MECHANICAL CODE
UPC UNIFORM PLUMBING CODE
UNO UNLESS NOTED OTHERWISE

V VENTS / VOLTS

WC WATER CLOSET
WG WATER GAUGE
WFU WATER FIXTURE UNITS
WH WATER HEATER
WP WATER PRESSURE
WPD WATER PRESSURE DROP

DSN DOWNSPOUT NOZZLE

PLUMBING GENERAL NOTES

EXISTING PIPING AND EQUIPMENT TO REMAIN IS SHOWN LIGHT. NEW PIPING AND EQUIPMENT IS SHOWN
HEAVY. EXISTING PIPING AND EQUIPMENT TO BE REMOVED IS SHOWN DASHED.

1.

ARCHITECTURAL DRAWINGS SHALL BE REVIEWED FOR PROJECT SCOPE AND AREA OF WORK. WORK
 SHALL INCLUDE DEMOLITION AND REMOVAL OF EXISTING PLUMBING FIXTURES AS REQUIRED. PLUMBING

IN EXISTING WALLS AND UNDER GROUND SHALL BE REMOVED AND CAPPED AS REQUIRED. RECONNECT
EXISTING PIPING TO FIXTURES AND EQUIPMENT NOT IN DEMOLITION AREA AS REQUIRED TO MAINTAIN A
COMPLETE AND OPERABLE SYSTEM.

2.

THE OWNER RESERVES FIRST CHOICE TO KEEP EXISTING EQUIPMENT AND MATERIALS. COORDINATE
WITH OWNER AND DELIVER DESIGNATED EQUIPMENT AND MATERIALS REMOVED UNDER THIS CONTRACT
TO OWNERS DESIGNATED STORAGE AREA.

3.

 REFER TO ARCHITECTURAL DRAWINGS FOR EXACT PLUMBING FIXTURE LOCATIONS, MOUNTING HEIGHTS,
AND PLUMBING ROUGH-IN LOCATIONS. THIS SHALL INCLUDE, BUT NOT BE LIMITED TO, ALL HANDICAPPED
FIXTURES. OBTAIN EXACT FLOOR DRAIN AND FLOOR SINK LOCATIONS FROM FOOD SERVICE DRAWINGS.
ROUGH-IN LOCATIONS FOR KITCHENS, BARS, ETC. TO BE TAKEN FROM APPROVED FOOD SERVICE SHOP
DRAWINGS.

4.

 ITEM DESIGNATIONS INDICATED ARE FOR PURPOSES OF THESE DOCUMENTS ONLY. CONTRACTOR SHALL
VERIFY WITH OWNER ACTUAL DESIGNATION INFORMATION TO BE PROVIDED FOR EACH ITEM OF
PLUMBING EQUIPMENT PRIOR TO NAMEPLATE ORDER RELEASE.

5.

THE PLUMBING DETAILS SHALL BE CONSIDERED AS A PART OF THE CONTRACT DOCUMENTS. THESE
DETAILS SHALL BE INCORPORATED INTO THE ASSOCIATED WORK AND PROVIDE GENERAL GUIDANCE AS

 TO THE INSTALLATION INTENT WHETHER REFERENCED TO OR NOT. IT IS THE CONTRACTOR'S
RESPONSIBILITY TO PROVIDE ALL NECESSARY COMPONENTS FOR A COMPLETE INSTALLATION AND

 ENSURE THAT ALL INSTALLATIONS ARE IN ACCORDANCE WITH THE EQUIPMENT'S LISTING AND THE
MANUFACTURER'S WRITTEN INSTALLATION INSTRUCTIONS.

6.

DO NOT SCALE DRAWINGS.7.

WATER PIPING SHALL BE ROUTED "AROUND" ELECTRICAL ROOMS.8.

PROVIDE SHEET METAL DRAIN PAN UNDER GRAVITY OR PUMPED DRAIN PIPING WHERE PIPING OCCURS
ABOVE KITCHENS, FOOD SERVICE PREP, OR FOOD SERVICE CORRIDORS. PIPE 3/4" DRAIN FROM DRAIN
PAN TO OVER NEAREST FLOOR SINK.

9.

PROVIDE SHEET METAL DRAIN PAN UNDER PIPING WHERE PIPING OCCURS ABOVE ANY ELECTRICAL
ROOMS, INFORMATION TECHNOLOGY (I/T) CENTER, OR ELECTRICAL SWITCH GEAR. PIPE 3/4" DRAIN FROM
DRAIN PAN TO OVER NEAREST FLOOR SINK.

10.

REFER TO CIVIL DRAWINGS FOR INVERT AT SITE UTILITY POINTS OF CONNECTION. PROVIDE INCREASER
FOR STORM DRAIN OR SEWER AS REQUIRED FOR CONNECTION TO CIVIL.

11.

INSULATED PIPING EXPOSED TO VIEW THEROUGHOUT THE FACILITY (EXCLUDING JANITORS CLOSETS
AND MECHANICAL ROOMS) SHALL B COVERED AND FINISHED WITH PVC JACKET EQUAL TO MANVILL PVC /
PERMAPIPE JACKETING SYSTEM USING 30 MIL THICK JACKET. INSTALL PER MANUFACTURER'S
INSTRUCTIONS WITH SEAM ON TOP OF PIPE SO AS TO NOT BE VISIBLE FROM OCCUPIED SPACE.

12.

SEISMIC RESTRAINTS SHALL BE PROVIDED PER THE 2009 IBC, VA SPECIFICATIONS SECTION 130541, AND
THE SMACNA SEISMIC RESTRAINT MANUAL - GUIDELINES FOR MECHANICAL SYSTEMS. THE CONTRACTOR

  SHALL SUBMIT SHOP DRAWINGS OF THE PROPOSED RESTRAINTS, STRUCTURAL ATTACHMENT METHODS
 AND RESTRAINT LOCATIONS TO THE ARCHITECT FOR REVIEW AND APPROVAL. THE SUBMITTED

 DOCUMENTS SHALL BE PREPARED AND STAMPED BY A STRUCTURAL ENGINEER LICENSED IN THE STATE
OF NEVADA.

13.

 COORDINATE SPRINKLER/STANDPIPE DRAIN REQUIREMENTS AND LOCATIONS WITH FIRE PROTECTION
DIVISION OF WORK.

14.

PROVIDE TRAP PRIMERS FOR AREAS OF INFREQUENT USE, INCLUDING FLOOR DRAINS IN RESTROOMS
AND MECHANICAL ROOMS, WITH DISTRIBUTION UNITS FOR MULTIPLE FLOOR DRAINS AND FLOOR SINKS.
TRAP PRIMER SHALL BE ACCESSIBLE AND INSTALLED PER MANUFACTURER'S REQUIREMENTS. PROVIDE
LINE SIZE SHUT-OFF VALVE AHEAD OF EACH TRAP PRIMER. ALL ELECTRONIC TYPE TRAP PRIMERS SHALL
HAVE 4 TO 30 OUTLETS, VACUUM BREAKER, 24 HOUR CLOCK, MANUAL OVERRIDE, SOLENOID VALVE,
CALIBRATED MANIFOLD WITH 1/2" OUTLET COMPRESSION FITTINGS. PROVIDE 3/4" SHUT-OFF VALVE ON
INLET. (ELECTRONIC TRAP PRIMERS TO BE LOCATED IN MECHANICAL ROOMS AND WHERE NOTED.
PROVIDE RECESSED MOUNT IN STUD WALLS AND SURFACE MOUNT ON CONCRETE AND BLOCK WALLS.)

15.

 REFER TO FLOW CONTROL VALVE DETAIL FOR NOMINAL GPM AT EACH HOT WATER RETURN BRANCH
LINE CONNECTION.

16.

HOT WATER RETURN PIPING BRANCH LINES TO DROP DOWN IN WALL AND CONNECT TO HOT WATER
SUPPLY AT STOPS. REFER TO DETAIL SHEET FOR DIAGRAMS SHOWING CONNECTIONS.

17.

 ARRANGE WATER HEATERS AND PIPING TO PROVIDE EASE OF DISASSEMBLY AND MAINTENANCE.18.

 PLUMBING RISERS, DRAIN STACKS, AND BRANCH PIPING OFF MAINS SHALL BE COORDINATED WITH
 MECHANICAL DUCTWORK, MECHANICAL PIPING, AND FIRE PROTECTION PIPING SYSTEMS.

19.

INSTALL PIPING HIGH AS POSSIBLE.20.

 INDUSTRIAL COLD WATER PIPING SERVING LANDSCAPE PLANTERS AND TREES SHALL BE SUPPLIED
 THROUGH BACKFLOW PREVENTER BY LANDSCAPE SECTION. REFER TO LANDSCAPE DRAWINGS FOR

 FINAL STUB-UP AND TERMINATION SERVING ALL PLANTERS AND STATIONS.

21.

 PROVIDE A 6 MIL. POLYETHYLENE SLEEVE EQUAL TO IPS WATER-TITE FOR COPPER DOMESTIC WATER
PIPE BELOW SLAB.

22.

 HOT AND COLD WATER SHUT-OFF VALVES AND HOT WATER RETURN THROTTLING VALVES SHALL BE
LOCATED TO BE EASILY ACCESSED.

23.

PROVIDE WALL CLEANOUTS AT SINKS AND URINALS IN ACCORDANCE WITH APPLICABLE SECTIONS OF
2009 UNIFORM PLUMBING CODE.

24.

REFER TO MIXING VALVE DETAIL FOR LAVATORY/SINK TEMPERED WATER DETAIL. PROVIDE
THERMOSTATIC TYPE MIXING VALVE AS INDICATED.

25.

 VENTS THROUGH ROOF SHALL BE MINIMUM 10'-0" FROM ANY OUTSIDE AIR INTAKES AND BUILDING
OPENINGS.

26.

SHEET INDEXPLUMBING SYMBOL LIST
(THIS IS A MASTER LEGEND, NOT ALL SYMBOLS MAY APPEAR ON DRAWING)

ABBR SYMBOL DESCRIPTION

S OR W

SHEET  NOTE

REVISION NUMBER

SOIL, WASTE OR SEWER BELOW GRADE OR FLOOR

SOIL, WASTE OR SEWER ABOVE GRADE OR FLOOR

STORM DRAIN BELOW GRADE OR FLOOR

STORM DRAIN ABOVE GRADE OR FLOOR

PIPING BELOW GRADE WITH HEAT TRACE

CLEANOUT

WALL CLEANOUT

VENT

SOFT HOT WATER (140°F)

SOFT HOT WATER RETURN (140°F)

SOFT TEMPERED WATER (105°F)

SOFT TEMPERED WATER RETURN (105°F)

SOFT COLD WATER

PUMPED DRAIN

DRAIN

PUMPED WASTE BELOW GRADE OR FLOOR

INDUSTRIAL COLD WATER

LOW PRESSURE STEAM (15 PSI)

HIGH PRESSURE STEAM (125 PSI)

BALANCING VALVE ASSEMBLY

CHECK VALVE

STRAINER

FLEXIBLE PIPE CONNECTION

UNION

HOSE BIBB

RECESSED HOSE BIBBS

PRESSURE GAUGE

REDUCED PRESSURE BACKFLOW PREVENTER

WATER HAMMER ARRESTOR

THERMOMETER

PIPE DOWN

PIPE UP

PIPE TEE UP

PIPE TEE DOWN

ANCHOR

GUIDE

ROOF DRAIN

OVERFLOW ROOF DRAIN

VENT THRU ROOF

FIRE LINE

POINT OF CONNECTION TO EXISTING

POINT OF DISCONNECTION FROM EXISTING

V

SHW

SHWR

STW

STWR

SCW

D

PW

ICW

LPS

HPS

BVA

HB

WHA

TH

T

T

PD

PW

ICW

LPS

HPS

1

1

S OR W

SD

SD

OSD

OSD

CO

WCO

PD

D

SHUT-OFF VALVESOV

CV

PG

RHB

FD

FS

RD

ORD

VTR

F

FDC

FSR

SLS

SD

SD

OVERFLOW STORM DRAIN BELOW GRADE OR FLOOR

OVERFLOW STORM DRAIN ABOVE GRADE OR FLOOR

OSD

OSD

SLS SOLAR LOOP SUPPLY

FIRE SPRINKLER RISER

FIRE DEPARTMENT CONNECTION

FLOOR SINK

FLOOR DRAIN

SOLENOID VALVE

RELIEF VALVE

PIPE REDUCTER

F

F

COMBINATION STAND PIPECSP CSP

PIPING ABOVE GRADE WITH HEAT TRACE

POD

POC

FILTERED COLD WATERFCW F

SLR SLR SOLAR LOOP RETURN

ISSUE
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• • PP-001 Plumbing - Sheet Index, Notes, Legend and Abbreviations

• • PS-101 Plumbing Plan - Site

• • PP-100A Plumbing Plan - Basement Level - Admin - Domestic Water

• PP-100C Plumbing Plan - Basement Level - Connector - Domestic Water

• • PP-101A Plumbing Plan - Level 1 - Admin - Domestic Water

• • PP-101B Plumbing Plan - Level 1 - Education Center - Domestic Water

• • PP-102A Plumbing Plan - Level 2 - Admin - Domestic Water

• • PP-102B Plumbing Plan - Roof - Education Center - Domestic Water

• • PP-103A Plumbing Plan - Level 3 - Admin - Domestic Water

• • PP-104A Plumbing Plan - Roof - Admin - Domestic Water

• • PL-100A Plumbing Plan - Basement Level - Admin - Waste and Vent

• • PL-101A Plumbing Plan - Level 1 - Admin - Waste and Vent

• • PL-101B Plumbing Plan - Level 1 - Education Center - Waste and Vent

• PL-101C Plumbing Plan - Level 1 - Connector - Waste and Vent

• • PL-102A Plumbing Plan - Level 2 - Admin - Waste and Vent

• • PL-102B Plumbing Plan - Roof - Education Center - Waste and Vent

• PL-102C Plumbing Plan - Level 2 - Connector - Waste and Vent

• • PL-103A Plumbing Plan - Level 3 - Admin - Waste and Vent

• PL-103C Plumbing Plan - Level 3 - Connector - Waste and Vent

• • PL-104A Plumbing Plan - Roof - Admin - Waste and Vent

• PL-104C Plumbing Plan - Roof - Connector - Waste and Vent

• • PP-201 Enlarged Plumbing Plans - Level 1 - Education Center Restrooms

• • PP-202 Enlarged Plumbing Plans - Level 01 - Admin Restrooms

• • PP-203 Enlarged Plumbing Plans - Level 02 - Admin Restrooms

• • PP-204 Enlarged Plumbing Plans - Level 03 - Admin Restrooms

• • PP-205 Enlarged Plumbing Plans - Basement - Mechanical Room

• • PL-301 Waste and Vent Isometric - Admin

• • PL-302 Waste and Vent Isometric - Education Center

• PL-311 Storm Drain Isometric - Admin

• PL-312 Storm Drain Isometric - Education Center

• • PP-301 Domestic Water Isometric - Admin

• • PP-302 Domestic Water Isometric - Education Center

• • PP-401 Plumbing - Details

• • PP-402 Plumbing - Details

• • PP-403 Plumbing - Details

• • PP-404 Plumbing - Details

• • PP-501 Plumbing - Schedules

• • PP-502 Plumbing - Schedules

• • PP-503 Plumbing - Schedules

• • PP-601 Domestic and Solar Water Flow Diagrams
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CIVIL F.F. = 2069.8

CIVIL F.F. = 2069.8

4" W

4" W

3

4

2

1

4"

6"

1

4"

NOTES

4" WASTE AT IE: 2063.8 REFER TO

CIVIL FOR CONTINUATION.

1

6" WASTE AT IE: 2063.8 REFER TO

CIVIL FOR CONTINUATION.

2

4" WASTE AT IE: 2059.09 REFER TO

CIVIL FOR CONTINUATION.

3

4" WASTE AT IE: 2059.4 REFER TO

CIVIL FOR CONTINUATION.
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UP

UP

A A

9

9

10

10

11

11

12

12

B B

C C

A.1 A.1

EMERGENCY ELECTRICAL
BH004

750 SF /

ELECTRICAL
BH003

671 SF /

SERVICE WELL
BH005

742 SF /

MECHANICAL
BH002

1014 SF /

STAIR 1
S1

180 SF /

ELEV LOBBY
BH001

671 SF /

10.9

10.9

10.1

10.1

CORRIDOR
CB-001

CORRIDOR
CB-002

ELEVATOR
P1

STAIR 4
S4

ELEVATOR
P2

1"

F

F
F

PP-205

1

3"

1

WM

1

3"

1"

2

SLS
SLR

2"1 1/2"

1"

1"

3

3"
3"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"1/2"

1/2"

NOTES

3" SCW, 2" SHW, 1 1/2" SHWR, AND 1"

FCW UP.
1

1" SLS AND SLR UP.2

SEE DETAIL 3/PP403.3

Drawing Title

Scale

Approved: Project Director

Project Title

Location

Date Checked Drawn

Project Number

Building Number

Drawing Number

of

CIVIL: SLATER HANIFAN GROUP, 5740 S. ARVILLE ST. #216, LAS VEGAS, NV 89118
LANDSCAPE: J W ZUNINO LANDSCAPE ARCHITECTURE, 3191 S. JONES BLVD., LAS VEGAS, NV 89146
MEP: JBA CONSULTING ENGINEERING, 5155 WEST PATRICK LANE, LAS VEGAS, NV 89118
STRUCTURAL: DEGENKOLB ENGINEERING, 235 MONTGOMERY STREET, SUITE 500, SAN FRANSISCO CA 94104
GEOTECHNICAL: NINYO AND MOORE, 6700 PARADISE ROAD, SUITE E, LAS VEGAS, NV 89119
FIRE & LIFE SAFETY: LASALLE ENGINEERING, 1000 YORK ROAD, WILLOW GROVE, PA 19090

ARCHITECT/ENGINEERS:CONSULTANTS: Office ofOffice ofOffice ofOffice of

ConstructionConstructionConstructionConstruction

andandandand

FacilitiesFacilitiesFacilitiesFacilities

ManagementManagementManagementManagement

Revisions: Date:

6

North Las Vegas, NV

BUILDING IS FULLY SPRINKLERED

N

TRUE

CONSTRUCTION DOCUMENTS

KEY PLAN

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e
 
fo
o
t 1
6

8
4

0

B

A

C

D

E

F

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

6
"

1
0

6
"

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

2
0

6
"

6
"

0
2

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

th
re
e
 
e
ig
h
th
s
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

0
4

8

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

10.0264

As indicated

PP-100A
June 15, 2012

VA Medical Center - PHASE
V, Administration Bldg. &
Education Ctr. Addition

Plumbing Plan - Basement Level - Admin
- Domestic Water

593CA2202

324 512MTD MAD

 1/8" = 1'-0"A
Plumbing Plan - Basement Level - Admin - Domestic Water

B A

C

1

1

1 ADDENDUM 1 08/15/12



DN

DN

UP

UP

A A

6

6

7

7

8

8

9

9

10

10

11

11

12

12

B B

C C

D D

E E

A.1 A.1

D.9 D.9

TOILET
1H109

WOMEN
1H106

MEN
1H105

TELECOM
1H103

FACILITIES
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PROVIDE FLEXIBLE SEISMIC
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(REFER TO STRUCTURAL AND
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EXPANSION JOINT). PIPING
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SIZED FOR +/-4" MOVEMENT.
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1" SLS AND SLR UP AND DOWN.3

CONNECT 1" SCW TO CRAC-1-1 PER
MANUFACTURER'S
RECOMENDATIONS. REFER TO
MECHANICAL DRAWING PACKAGE
FOR ADDITIONAL INFORMATION.
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3" SCW, 2" SHW, AND 1 1/2" SHWR

FROM BELOW. 3" SCW, 1 1/2" SHW,

AND 1" SHWR UP.
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P-524. PROVIDE THERMOSTATIC

MIXING VALVE.

2

1/2" SCW DOWN TO COFFEE MAKER

WITH INLINE WATER FILTER.
3

1" SLS AND SLR UP AND DOWN.4

CONNECT 1" SCW TO CRAC-2-1 PER

MANUFACTURERS

RECOMMENDATIONS. REFER TO

MECHANICAL DRAWING PACKAGE

FOR ADDITIONAL INFORMATION.
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NOTES

10" SD/OSD FROM ABOVE.

DISCHARGE 10" SD/OSD ABOVE

FINISHED GRADE WITH DSN. REFER

TO ARCHITECTURAL AND CIVIL

DRAWINGS FOR EXACT LOCATION

AND DISCHARGE HEIGHT.
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3" VENT FROM BELOW AND UP FOR

SO-1.
2

6" W, REFER TO SHEET PS-101 FOR

CONTINUATION.
3
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TO BELOW GRADE.
5
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6
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AND DISCHARGE HEIGHT.

12

Drawing Title

Scale

Approved: Project Director

Project Title

Location

Date Checked Drawn

Project Number

Building Number

Drawing Number

of

CIVIL: SLATER HANIFAN GROUP, 5740 S. ARVILLE ST. #216, LAS VEGAS, NV 89118
LANDSCAPE: J W ZUNINO LANDSCAPE ARCHITECTURE, 3191 S. JONES BLVD., LAS VEGAS, NV 89146
MEP: JBA CONSULTING ENGINEERING, 5155 WEST PATRICK LANE, LAS VEGAS, NV 89118
STRUCTURAL: DEGENKOLB ENGINEERING, 235 MONTGOMERY STREET, SUITE 500, SAN FRANSISCO CA 94104
GEOTECHNICAL: NINYO AND MOORE, 6700 PARADISE ROAD, SUITE E, LAS VEGAS, NV 89119
FIRE & LIFE SAFETY: LASALLE ENGINEERING, 1000 YORK ROAD, WILLOW GROVE, PA 19090

ARCHITECT/ENGINEERS:CONSULTANTS: Office ofOffice ofOffice ofOffice of

ConstructionConstructionConstructionConstruction

andandandand

FacilitiesFacilitiesFacilitiesFacilities

ManagementManagementManagementManagement

Revisions: Date:

6

North Las Vegas, NV

BUILDING IS FULLY SPRINKLERED

N

TRUE

CONSTRUCTION DOCUMENTS

KEY PLAN

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e
 
fo
o
t 1
6

8
4

0

B

A

C

D

E

F

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

6
"

1
0

6
"

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

2
0

6
"

6
"

0
2

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

th
re
e
 
e
ig
h
th
s
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

0
4

8

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

10.0264

As indicated

PL-101A
June 15, 2012

VA Medical Center - PHASE
V, Administration Bldg. &
Education Ctr. Addition

Plumbing Plan - Level 1 - Admin - Waste
and Vent

593CA2202

333 512Checker MAD

 1/8" = 1'-0"A
Partial Plumbing Plan - Level 1 - Admin - Waste and Vent

B A

C

1 ADDENDUM 1 08/15/12

1
1

1



1

1

A A

2

2

3

3

4

4

5

5

6

6

B B

C C

D D

E E

A.1 A.1

D.9 D.9

MAIN LOBBY
1H121

OFFICE
1H137

OFFICE
1H136

OFFICE
1H135

OFFICE
1H131

OFFICE
1H130

STORAGE
1H129B

STORAGE
1H122A

CLASSROOM
1H123

STORAGE
1H123A

STORAGE
1H124A

STORAGE
1H125A

EDUCATION
1H133

OFFICE
1H110F

OFFICE
1H110E

OFFICE
1H112G

OFFICE
1H112F

OFFICE
1H112E

A.2

A.5

B.3

C.8

4.8

CLASSROOM
1H122

CLASSROOM
1H125

CLASSROOM
1H124

TELECOM
1H127

SIMULATION LAB
1H129A

COMPUTER TRAINING ROOM
1H141

STORAGE
1H140

ELECTRICAL
1H139

TRAINING ROOM
1H138

CORRIDOR
C1-108

CORRIDOR
C1-107

CORRIDOR
C1-106

SANDWICH SHOP
1H142

CLASSROOM
1H126

HAC
1H145TOILET

1H146

MEN
1H147

WOMEN
1H144

VESTIBULE
1H143

VESTIBULE
1H120

WORKROOM
1H132

WORK AREA
1H134

STORAGE
1H129D

CONTROL ROOM
1H128A

SIMULATION ROOM
1H129C

ACCESS
1H128B

CORRIDOR
1H121A

1.8 2.6

A.4

A.6

2.5

2.5

PP-201

1

4"

5

1

DSN

CIVIL F.F. = 2069.8

4" VTR

S
D

O
S
D

O
S
D

S
D

5"5"

DSN 2

DSN 6

OSD

SD

5

5" RD AND ORD
ABOVE (4000 SQ FT)

4" RD AND ORD
ABOVE (1050 SQ FT)

5" RD AND ORD
ABOVE (4000 SQ FT)

5"5"

OS
D

SD

PP-201

3

4" RS AND ORD
ABOVE (1200 SQ FT)

S
DO
S
D

4"4"

DSN

3"
3"3"

OSD
SD

3

3" RD AND ORD
ABOVE (200 SQ FT)

3" RD AND ORD
ABOVE (200 SQ FT)

3" RD AND ORD
ABOVE (500 SQ FT)

6"6"

2" FS ABOVE

2" FS ABOVE

DSN

SD
OSD

3"

3"
5"5"

4" SD AND OSD
FROM ABOVE.

4"

4"
4" CO

4" CO

4"

4"

4"

4"

3" V

2" FS ABOVE

4" CO
2" V

2" V

3"

4"

1

12

DSN

NOTES

5" SD/OSD FROM ABOVE.
DISCHARGE 5" SD/OSD ABOVE
FINISHED GRADE WITH DSN. REFER
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6" SD/OSD FROM ABOVE.
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NOTES

-NOT USED-1

1/2" FCW DOWN TO P-610.2

2 1/2" SCW DOWN IN CHASE AND
HEADER.

3

3/4" SHWR UP IN WALL. CONNECT TO
SHW PIPING AFTER LAST FIXTURE.

4

3/4" SCW & SHW DOWN AND HEADER
IN WALL. PROVIDE THERMOSTATIC
MIXING VALVE AT EACH LAVATORY
P-402 PER DETAIL 5/PP-402.

5

3/4" SCW AND SHW DOWN IN WALL
TO P-421. SEE DETAIL 5/PP-402.

6

1 1/2" SCW DOWN IN WALL TO P-116.7

3/4" SCW AND SHW DOWN IN WALL
TO P-502.

8

3/4" SCW DOWN TO ETP-2. PIPE 1/2"
SCW TO EACH FLOOR DRAIN AND
FLOOR SINK.

9

1/2" SCW DOWN IN WALL FOR ICE
MAKER. SEE FOOD SERVICE
DRAWINGS FOR ADDITIONAL
INFORMATION.

12

3/4" SCW DOWN IN WALL FOR
COFFEE BREWER. PROVIDE INLINE
WATER FILTER. PIPE 1/2 SCW TO
EACH FLOOR DRAIN AND SINK.

13

1/2" SCW DOWN IN WALL FOR
EXPRESSO MACHINE. SEE FOOD
SERVICE DRAWINGS FOR
ADDITIONAL INFORMATION.

11

3/4" SCW AND SHW DOWN TO HAND
SINK. SEE FOOD SERVICE
DRAWINGS FOR ADDITIONAL
INFORMATION.

10

PROVIDE MINIMUM 12/12 ACCESS
PANEL FOR WATER HAMMER
ARRESTOR ACCESS AT EACH
LOCATION.

14

3/4" SCW AND SHW DOWN TO THREE
COMPARTMENT SINK. P-525.

15

2" W DOWN WITH WCO AND 2" V UP.16

3

3

4

4

B B

A.2

A.5

4.8

HAC
1H145

TOILET
1H146

MEN
1H147

WOMEN
1H144

VESTIBULE
1H143

P-116

P-116

P-116

P-116

P-116

P-116

P-116

P-116

P-116

P-207

P-207

P-207

P-420

P-116 P-502

P-611

P-420

P-420

P-420

P-420

P-420

P-420

P-420

P-420

F
F

2 1/2"

3/4"

3/4"3/4"

2 1/2"

1/2"

1 1/4"

5

2

3 3

4

6 7

3/4"

5

3/4" SCW
3/4" SHW

3/4" SCW

3/4" SHW

ETP

2
9

2 1/2"

14
(TYP)

14
(TYP)

3/4"

1"

1/2"

1/2"

C C

C.8

SANDWICH SHOP
1H142

3"
4"

2"

3"

2"

4" CO

2" FS

4" FS

2" FD

2" W

2" V

4" W2" V

C C

C.8

SANDWICH SHOP
1H142

1"

3/4"

1/2"

12

15

13

11

3/4" SHWR

1" SCW

1" SHW

P-525

10

 1/4" = 1'-0" PP-201

1Enlarged Plumbing Plan - Level 01 - Education Center - Waste and Vent

 1/4" = 1'-0" PP-201

2Enlarged Plumbing Plan - Level 01 - Education Center - Domestic Water

Drawing Title

Scale

Approved: Project Director

Project Title

Location

Date Checked Drawn

Project Number

Building Number

Drawing Number

of

CIVIL: SLATER HANIFAN GROUP, 5740 S. ARVILLE ST. #216, LAS VEGAS, NV 89118
LANDSCAPE: J W ZUNINO LANDSCAPE ARCHITECTURE, 3191 S. JONES BLVD., LAS VEGAS, NV 89146
MEP: JBA CONSULTING ENGINEERING, 5155 WEST PATRICK LANE, LAS VEGAS, NV 89118
STRUCTURAL: DEGENKOLB ENGINEERING, 235 MONTGOMERY STREET, SUITE 500, SAN FRANSISCO CA 94104
GEOTECHNICAL: NINYO AND MOORE, 6700 PARADISE ROAD, SUITE E, LAS VEGAS, NV 89119
FIRE & LIFE SAFETY: LASALLE ENGINEERING, 1000 YORK ROAD, WILLOW GROVE, PA 19090

ARCHITECT/ENGINEERS:CONSULTANTS: Office ofOffice ofOffice ofOffice of

ConstructionConstructionConstructionConstruction

andandandand

FacilitiesFacilitiesFacilitiesFacilities

ManagementManagementManagementManagement

Revisions: Date:

6

North Las Vegas, NV

BUILDING IS FULLY SPRINKLERED

N

TRUE

CONSTRUCTION DOCUMENTS

KEY PLAN

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e
 
fo
o
t 1
6

8
4

0

B

A

C

D

E

F

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

6
"

1
0

6
"

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

2
0

6
"

6
"

0
2

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

th
re
e
 
e
ig
h
th
s
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

0
4

8

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

10.0264

As indicated

PP-201
June 15, 2012

VA Medical Center - PHASE
V, Administration Bldg. &
Education Ctr. Addition

Enlarged Plumbing Plans - Level 1 -
Education Center Restrooms

593CA2202

343 512MTD MAD

 1/4" = 1'-0" PP-201

3Enlarged Plumbing Plan - Level 01 - Sandwich Shop - Waste and Vent

 1/4" = 1'-0" PP-201

4Enlarged Plumbing Plan - Level 01 - Sandwich Shop - Domestic Water

1 ADDENDUM 1 08/15/12

1

1

1

1

1

1

1

1



UP

UP

NOTES

4" WASTE STACK FROM ABOVE.1

4" VENT STACK UP.2

3/4" FCW RISER. TEE 1/2" FCW TO
P-610.

3

1-1/2" SCW DOWN TO P-116.4

3/4" SCW AND SHW DOWN TO P-421.
SEE DETAIL 5/PP-402.

5

3/4" SCW AND SHW DOWN, AND
HEADER IN WALL, PROVIDE
THERMOSTATIC MIXING VALVE AT
EACH LAVATORY P-420 PER DETAIL
5/PP-402.

6

2 1/2" SCW DOWN AND HEADER IN
WALL.

7

2" WASTE STACK FROM ABOVE.8

3" VENT STACK UP.9

3" WASTE STACK FROM ABOVE.10

3/4" SHWR UP IN WALL. CONNECT TO
SHW PIPING AFTER LAST FIXTURE.

11

2" VENT STACK UP.12

-NOT USED-13

-NOT USED-14

-NOT USED-15

PROVIDE MINIMUM 12/12 ACCESS
PANEL FOR WATER HAMMER
ARRESTOR ACCESS AT EACH
LOCATION.

16

3/4" SCW DOWN TO ETP-3. PIPE 1/2"
SCW TO EACH FLOOR DRAIN AND
FLOOR SINK.

17

3/4" SCW AND SHW DOWN TO P-502.18

1" SCW DOWN TO URINAL P-207.19

3/4" SCW AND SHW DOWNT O
SHOWER P-712.

20

3/4" SCW, SHW, AND SHWR DOWNT
O SHOWER P-712. CONNECT 3/4"
SHWR PIPING TO SHW IN WALL.

21

SEE DETAIL 3/PP-401.22
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DNUP

DNUP

NOTES

4" WASTE STACK.1

4" VENT STACK.2

3/4" FCW RISER. TEE 1/2" FCW TO
P-610.

3

1-1/2" SCW DOWN TO P-116.4

3/4" SCW AND SHW DOWN IN WALL
TO P-421. SEE DETAIL 5/PP-402.

5

3/4" CW AND HW DOWN, AND
HEADER IN WALL, PROVIDE
THERMOSTATIC MIXING VALVE AT
EACH LAVATORY P-420 PER DETAIL
5/PP-402.

6

2 1/2" SCW DOWN IN CHASE AND
HEADER.

7

2" WASTE STACK.8

2" VENT STACK.9

3" WASTE STACK.10

3/4" HWR UP IN WALL. CONNECT TO
SHW PIPING AFTER LAST FIXTURE.

11

3" VENT STACK.12

3/4" SCW DOWN TO ETP-4. PIPE 1/2"
SCW TO EACH FLOOR DRAIN AND
FLOOR SINK.

13

PROVIDE MINIMUM 12/12 ACCESS
PANEL FOR WATER HAMMER
ARRESTOR ACCESS AT EACH
LOCATION.

14

3/4" SCW AND SHW DOWNT O P-502.15

3" WASTE STACK.16

2" W DOWN WITH WCO AND 2" V UP
FROM P-421.

17
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DN

UP

DN

UP

NOTES

4" WASTE DOWN.1

4" VENT FROM BELOW.2

3/4" FCW FROM BELOW. TEE 1/2"
FCW TO P-610.

3

1-1/2" SCW DOWN TO P-116.4

3/4" SCW AND SHW DOWN IN WALL
TO P-421. SEE DETAIL 5/PP-402.

5

3/4" CW AND HW DOWN, AND
HEADER IN WALL, PROVIDE
THERMOSTATIC MIXING VALVE AT
EACH LAVATORY P-420 PER DETAIL
5/PP-402.

6

2 1/2" SCW DOWN IN CHASE AND
HEADER.

7

2" WASTE DOWN.8

2" VENT FROM BELOW.9

3" WASTE DOWN.10

3/4" HWR UP IN WALL. CONNECT TO
SHW PIPING AFTER LAST FIXTURE.

11

3" VENT FROM BELOW.12

3/4" SCW DOWN TO ETP-5. PIPE 1/2
SCW TO EACH FLOOR DRAIN AND
SINK.

13

PROVIDE MINIMUM 12/12 ACCESS
PANEL FOR WATER HAMMER
ARRESTER ACCESS AT EACH
LOCATION.

14

3/4" SCW AND SHW DOWN TO P-502.15
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 1/4" = 1'-0" PP-204

1Enlarged Plumbing Plan - Level 03 - Admin - Waste and Vent

 1/4" = 1'-0" PP-204

2Enlarged Plumbing Plan - Level 03 - Admin - Domestic Water
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NOTES

REFER TO DIAGRAM A/PP-601 AND
B/PP-601 FOR PIPING LAYOUT TO
WATER HEATERS, PUMPS AND
ACCESSORIES.

1

3/4" SCW DOWN WITH SOV TO ETP-1.2

COORDINATE LOCATIONS OF ALL
FLOOR SINKS WITH ACTUAL
EQUIPMENT LAYOUT. EQUIPMENT
DRAIN PIPING SHALL NOT RUN
ACROSS THE FLOOR MORE THAN
2'-0".

3

REFER TO DETAIL 4/PP-402.4

COORDINATE LAYOUT AND
ELEVATIONS OF STEAM POWERED
PUMPING EQUIPMENT FOR GRAVITY
FLOW OF STEAM CONDENSATE TO
MECHANICAL SYSTEMS. STEAM
CONDENSATE SHALL NOT CROSS
MECHANICAL ROOM WALK WAYS AT
AN ELEVATION LESS THAM 8'-0" AFF.

5

FIRE SPRINKLER STANDPIPE. SEE
DETAIL 6/PP-401.
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1Domestic Water Isometric - Education Center



COLD WATER INLET
(REFER TO FLOOR
PLAN FOR SIZE)

SHUT-OFF VALVE
(TYPICAL)

UNION

REDUCED PRESSURE BACK
FLOW PREVENTER WITH AIR
GAP FITTING.

LINE SIZE
STRAINER

FULL SIZE TEST DRAIN
TO OVER FLOOR SINK
OR SERVICE SINK.

M
O
U
N
T
 1
8"
 H
IG
H
 M

IN
IM

U
M

A
N
D
 6
0"
 M

A
X
IM

U
M

NOTE:  INSTALL REDUCED PRESSURE BACK FLOW

FINISHED FLOOR

INDUSTRIAL COLD WATER
OUTLET (REFER TO

FLOOR PLAN FOR SIZE)

PREVENTOR PER 2009 INTERNATIONAL PLUMBING CODE

LINE SIZE FLOW
CONTROL BALANCING VALVE OR

APPROVED EQUAL, SET FOR 2.0 GPM,
FLOW AT A PRESSURE DROP OF 1.0

TO 4.0 PSI ACROSS THE VALVE

SOFT HOT WATER
RETURN PIPING

TEST PORT
(TYPICAL)

SHUT OFF VALVE

SWING CHECK VALVE

SOFT HOT WATER
RETURN PIPING

CALIBRATED MANIFOLD FOR
EQUAL WATER DISTRIBUTION

TO FLOOR DRAINS

1/2" OUTLET COMPRESSION FITTINGS
FOR TUBE CONNECTIONS TO P-TRAPS
(REFER TO SCHEDULE OR PLANS FOR

NUMBER OF CONNECTIONS)

WATER SOURCE
CONNECTION

WATER ON-OFF VALVE
3/4'' FNPT

SOLENOID VALVE

GALVANIZED STEEL
CABINET

WATER HAMMER
ARRESTOR

120 VOLT CONNECTION

MANUAL OVER RIDE

24 HOUR TIMER SET FOR  5
SECOND DWELL TIME

ATMOSPHERIC VACUUM
BREAKER

PROVIDE RECESSED MOUNT
CABINETS IN STUD WALLS
AND SURFACE MOUNTED

CABINETS ON CONCRETE AND
BLOCK WALLS

6"

115V/1PH

115V/1PH

24" X 24" X 24" DEEP
CONCRETE SUMP PIT BY

OTHERS, REFER TO
ELEVATOR EQUIPMENT

DRAWINGS FOR LOCATION

SWITCHED GFCI
RECEPTACLE

VARIABLE LEVEL VERTICAL
CONTROL SWITCH

ELEVATOR SUMP PUMP ALARM
PANEL BY PUMP MANUFACTURER.
(LOCATION BY ARCHITECT AND
ELEVATOR CODE.)

JUNCTION BOX

REMOTE DDC
ALARM FROM DRY

CONTACTS

DISCHARGE SWITCH IN PIT -
REFER TO ELECTRICAL

3" PUMP DISCHARGE TO SAND OIL
INTERCEPTOR - REFER TO PLANS FOR
ROUTING AND TERMINATION LOCATION

2" GALVINIZED STEEL
PIPE

ALARM "ON" AND
PUMP "ON" LEVEL

3" DISCHARGE UP ON
WALL FROM COMBINED
PUMPS.

UNICHECK

SUMP PUMPS (TWO)

PUMP "OFF" LEVEL

20"

ROUTE 3" VENT
OVER AND UP IN
NEAREST WALL

4" FLOOR
CLEANOUT

4" WASTE PIPING

MINIMUM 2" AIRGAP

FIRE SPRINKLER SYSTEM
DRAIN TO BE CENTERED
OVER STANDPIPE

FINISH FLOOR

1/2" DRAIN LINE FROM TRAP
PRIMER

4" DEEP SEAL P-TRAP FITTING
WITH 1/2" TAP PRIMER
CONNECTION OR PROVIDE
TRAP PRIMER ADAPTER
BEFORE P-TRAP

6" X 4" REDUCER WITH RIGID
TYPE COUPLINGS.

1'-6" HIGH, 6" CAST
IRON WASTE PIPING

SECURELY ANCHOR PIPING TO
WALL AT BOTH TOP AND
BOTTOM OF STANDPIPE

PP-401 12" = 1'-0"

1- NOT USED -
PP-401 12" = 1'-0"

2BACKFLOW PREVENTION DETAIL
PP-401 12" = 1'-0"

3BALANCING VALVE ASSEMBLY DETAIL

PP-401 12" = 1'-0"

4ELECTRONIC TRAP PRIMER DETAIL
PP-401 12" = 1'-0"

5ELEVATOR SUMP PUMP DETAIL
PP-401 12" = 1'-0"

6FIRE SPRINKLER STANDPIPE DETAIL
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1/4 BEND LONG SWEEP (90º EXTRA LONG ELBOW)
FITTING IF CLEANOUT OCCURS AT END OF LINE

COMBINATION WYE AND
1/8 BEND IF CLEANOUT
OCCURS MIDSTREAM

REFER TO SPECIFICATIONS FOR
EXACT SEWER MATERIALS AND
COUPLING TYPE (TYPICAL)

6"

1/2"

12"

CAST-IN-PLACE
SECURED COVER
FOR CLEANOUT
ACCESS

HOUSING IS COMPLETELY FREE OF
PIPING SO THAT NO LOADING IS
TRANSMITTED TO THE PIPE.

ADJUSTABLE HOUSING TO
INSURE TRUE FLOOR
LEVEL INSTALLATION

PROVIDE MINIMUM 12"
DIAMETER
CONCRETE RING

GAS/WATER
TIGHT PLUG

ANCHOR/FLASHING FLANGE
(WHERE APPROPRIATE)

FINISH FLOOR FINISH GRADE

PROVIDE FLANGED HOUSINGS WITH HEAVY DUTY
CAST IRON COVERS WHEN USED IN OUTDOOR AND

HEAVY TRAFFIC APPLICATIONS

PIPE CENTERLINE

HANGER ROD, REFER TO
SPECIFICATION FOR SIZE

REQUIRED BASED UPON PIPE SIZE

16 GAUGE GALVANIZED PIPE
SADDLES 12 INCHES LONG BY
HALF THE INSULATION
CIRCUMFERENCE

PIPE INSULATION WITH
PROTECTIVE COVER

LOCKING NUT TOP
AND BOTTOM

PIPE HANGER
PIVOT JOINT

ADJUSTABLE
SWIVEL RING

HANGER
PIPE WITHOUT
INSULATION

PIPE WITH
INSULATION

RUBBER OR COPPER
COATED SURFACE
WHEN IN CONTACT
WITH UNINSULATED
PIPE

RIGID INSULATION
INSERT AT HANGER TO
SUPPORT PIPE WEIGHT

INTERIOR EXTERIOR

FINISHED GRADE

6"
2"

CUT EVEN
REAM

CAST-IRON
STORM DRAIN PIPE

CORE WALL, 1" OVER
PIPE DIAMETER

WALL

COMPLETELY SEAL BOTH
INTERIOR AND EXTERIOR

ANNULUS WITH CAULK

DOWNSPOUT
NOZZLE AS
REQUIRED

2"

ALARM & PUMP
OVERRIDE SWITCH

4" INLET

HIGH WATER LEVEL
INDICATOR FOR DDC

INTERFACE

BOLT DOWN H-20
TRAFFIC

RATED COVER

CONDUIT (STRAP
TO WALL)

CHECK VALVE (TYPICAL)

GATE VALVE (TYPICAL)

LEVEL CONTROL (TYPICAL)

3" VENT

4" PUMPED DRAIN

PITCH AT 1/4"
PER FOOT

SEAL PENETRATION
WATER TIGHT

CONCRETE SUMP PIT
2'-6" x 2'-6" x 3'-0" DEEP

REFER TO SPECIFICATIONS FOR
EXACT SEWER MATERIALS AND
COUPLING TYPE (TYPICAL)

PROVIDE TWO COMBINATION WYE AND 1/8 BEND FITTINGS DIRECTED
TOWARD ONE ANOTHER IN ORDER TO ENSURE ALL PORTIONS OF PIPING
MAY BE ACCESSED.  CONTRACTOR MAY ALSO CHOSE TO PROVIDE
MANUFACTURED TWO-WAY CLEANOUT FITTING INSTEAD.

6"

1/2"

12"

CAST-IN-PLACE
SECURED COVER
FOR CLEANOUT
ACCESS

HOUSING IS COMPLETELY FREE OF
PIPING SO THAT NO LOADING IS
TRANSMITTED TO THE PIPE.

ADJUSTABLE HOUSING TO
INSURE TRUE FLOOR
LEVEL INSTALLATION

PROVIDE MINIMUM 12"
DIAMETER
CONCRETE RING

GAS/WATER
TIGHT PLUG

ANCHOR/FLASHING FLANGE
(WHERE APPROPRIATE)

FINISH FLOOR FINISH GRADE

PROVIDE FLANGED HOUSINGS WITH HEAVY DUTY
CAST IRON COVERS WHEN USED IN OUTDOOR AND

HEAVY TRAFFIC APPLICATIONS

LAVATORY

(WALL HUNG OR COUNTERTOP)

TEMPERED
WATER

3/8"

LAVATORY

(WALL HUNG OR COUNTERTOP)

ANGLE STOP
(TYP-2)

3/8"

COMPRESSION
FITTINGS (TYP-2)

COMPRESSION FITTING
(TYP)

TEMPERED AND COLD WATER SERVING LAVATORY/SINK

TEMPERED WATER ONLY SERVING LAVATORY

THERMOSTATIC MIXING VALVE
WITH COMPRESSION FITTINGS AND
INLINE CHECKS

TEMPERED
WATER

THERMOSTATIC MIXING VALVE
WITH COMPRESSION FITTINGS AND
INLINE CHECKS

ANGLE STOP
(TYP-2)

1/2"

3/8"
1/2"

3/8"

PP-402 12" = 1'-0"

1FLOOR/GRADE CLEANOUT DETAIL
PP-402 12" = 1'-0"

2PIPE (4" AND SMALLER) HANGER DETAIL
PP-402 12" = 1'-0"

3STORM DRAIN TERMINATION DETAIL

PP-402 12" = 1'-0"

4SEWAGE EJECTOR PUMP DETAIL
PP-402 12" = 1'-0"

6TWO-WAY CLEANOUT DETAIL
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PROVIDE 1/4 BEND LONG SWEEP (90º
EXTRA LONG ELBOW) FITTING IF

CLEANOUT OCCURS AT END OF LINE

COMBINATION WYE AND
1/8 BEND IF CLEANOUT
OCCURS MIDSTREAM

REFER TO SPECIFICATIONS FOR
EXACT PIPING MATERIALS AND
COUPLING TYPE (TYPICAL)

FINISH FLOOR

PROVIDE CAST BRONZE TAPER
THREAD PLUG WITH
STAINLESS STEEL ROUND
COVER AND SCREWPROVIDE SANITARY TAP TEE

OR TEST TEE WITH TAP ON
TOP AS REQUIRED OR

CONTRACTOR MAY CHOSE TO
PROVIDE MANUFACTURED

CLEANOUT TEE WITH
COUNTERSUNK PLUG

MAY EXTEND AS WASTE OR
VENT PIPINGFOR WALL CONSTRUCTION

REFER TO ARCHITECTURAL
DRAWINGS

NOTES :

1. REFER TO SCHEDULE FOR WATER HAMMER ARRESTOR SIZING.

2. REFER TO PLANS FOR EXACT PIPE SIZES AND ROUTING.

3. TYPICAL APPLICATION FOR BOTH DOMESTIC COLD AND HOT WATER SYSTEMS.

4. WATER HAMMER ARRESTORS SHOWN ON DETAIL ARE PER MINIMUM REQUIREMENTS.

CONTRACTOR SHALL VERIFY EACH INSTALLATION.

5. ADD ADDITIONAL WATER HAMMER ARRESTORS AS REQUIRED PER PLUMBING AND DRAINAGE

INSTITUTE (PDI) STANDARDS OR PER MANUFACTURER'S RECOMMENDATIONS.

OPTION A OPTION C

OPTION B OPTION D

OVER 20' (L)

HEADER

RISER

RISER

RISER

L/220' MAX

20' MAX 20' MAX

OVER 20' (L) OVER 20' (L)

L/2L/2

TO FIXTURES TO FIXTURES

TO FIXTURES TO FIXTURES

HEADER

WHA - WATER HAMMER
ARRESTOR (TYPICAL)

RISER

HEADER

HEADER

ROOF BEAM - SEE
STRUCTURAL DRAWINGS

THREAD ROD THROUGH
BEAM FLANGE WITH
DOUBLE NUT (TYP-2)

UNISTRUT CRADLE
CLIP, NUT AND

SCREW MINIMUM 3
PER ROD (TYPICAL)

NOTE:

1. SUBMIT SHOP DRAWINGS FOR REVIEW FOR SUPPORT SYSTEM.

2. HANGER RODS MAY REQUIRE SPANNING OF ROOF BEAMS.

AIR VALVE

SHUT-OFF VALVE
(TYPICAL)

FLOOR

3"

FLOW DIRECTION

WATER METER
(SUSPEND FROM
STRUCTURE)

3"

SECTION
LIQUID CAPACITY: 500 GALLONS

BOX DESIGN LOAD: H-20 TRAFFIC

PLAN

FROM 1' TO 6' OF SOIL COVER

PROVIDE LEVELING BED

PER MANUFACTURER'S

RECOMMENDATION
PRECAST CONC. INTERCEPTOR

TRAFFIC

PRECAST

MANHOLE

CONCRETE

SAMPLE

LOAD: H-20

BOX DESIGN

24" CAST IRON
RING & COVER
WITH GASKET

(GASTIGHT) (TYP.)

VARIABLE
24" MIN.

MINIMUM

36-1/2"

VARIABLE

DIA.

12"

32"

& COVER WITH GASKET
24" CAST IRON FRAME

(GASTIGHT)

DIA.
24"

BELOW
SEE DETAIL
PIPE CONNECTOR

SANITARY
TEE OR
ELBOW PER
LOCAL CODE

4"  PVC INLET &
OUTLET PIPE AND
FITTINGS

4'-10"
4'-7"

5'-10"

6'-0"

4'-0"

C.O. C.O.

VENT

VENT

C.O.

SEE FLOOR PLANS FOR INLET & OUTLET
PIPE SIZING.

PIPE SIZING.
SEE FLOOR PLANS FOR INLET & OUTLET

2"

ALARM & PUMP
OVERRIDE SWITCH

3" INLET

HIGH WATER LEVEL
INDICATOR FOR DDC

INTERFACE

BOLT DOWN H-20
TRAFFIC

RATED COVER

CONDUIT (STRAP
TO WALL)

POWER CORD
(TYPICAL)

PUMP ALTERNATOR

GROUND FAULT
INTERRUPTION
RECEPTACLE

CHECK VALVE (TYPICAL)

GATE VALVE (TYPICAL)

LEVEL CONTROL (TYPICAL)

3" VENT

3" PUMPED DRAIN

PITCH AT 1/4"
PER FOOT

SEAL PENETRATION
WATER TIGHT

CONCRETE SUMP PIT
2'-6" x 2'-6" x 3'-0" DEEP

PP-403 12" = 1'-0"

1WALL CLEANOUT DETAIL
PP-403 12" = 1'-0"

2WATER HAMMER ARRESTOR DETAIL
PP-403 12" = 1'-0"

3WATER METER DETAIL
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 12" = 1'-0" PP-403

5500 GALLON SAND-OIL INTERCEPTOR
PP-403 12" = 1'-0"

4SERVICE WELL EJECTOR PUMP DETAIL
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